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M DEMOLITION KFYNOTES (SHEET AD—1—1 AND AD—1-2 ONLY):
}' |_—|_| CORE-DRILL PER CONDUIT REQUIREMENTS AT EXTERIOR WALL. REFER
1 1 r TO ELECTRICAL DRAWINGS FOR CONDUIT SIZE AND QUANTITY AND ALL
[ — H — — Ep=————igy———g O O [ REQUIREMENTS FOR CONDUIT REQUIRED. PROVIDE ALL REQUIRED
FIRE-STOPPING AND SEALANT. CRITICAL: ALL OUTSIDE DIAMETERS OF
REQUIRED CONDUITS SHALL BE A MINIMUM OF 3" CLEAR FROM ALL
VERTICAL AND HORIZONTAL EDGES OF EXISTING CONCRETE/STONE
VENEER PANELS - FIELD VERIFY EXACT LOCATIONS TO PENETRATE.
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NEW WORK KEYNOTES (SHEET AD—1—1 AND AD—1-2 ONLY):
]ﬂ' 1 CONDUIT — REFER TO SHEETS AD—1-3, AD—1—4 AND AD-1-5
— ,El FOR ADDITIONAL INFORMATION.
CRITICAL: Eﬂ S— ] Ei
ROUTE CONDUIT AS TO NOT 2 42" x 36" CONCRETE PAD FOR TRANSFORMER — REFER TO SHEET
INTERFERE WITH ANY EXISTING AD—-1-4 AND DETAIL 2/AD—1-1 THIS SHEET FOR ADDITIONAL INFORMATION.
ROOFTOP EQUIPMENT THAT WOULD @ EI
WAITING OFFICE
REQUIRE TEMPORARY REMOVAL
AND/OR RELOCATION. ROOFTOP 1229 1230 3| CONDUIT BLOCKS FULLY ADHERED TO ROOF SYSTEM PER CONDUIT
EQUIPMENT INCLUDES BUT IS NOT BLOCK MANUFACTURER RECOMMENDATIONS AND COMPATIBLE WITH
LIMITED TO: FANS. VENTS. LIGHTNING NARCOTIC VAULT EXISTING ROOF SYSTEMS. AT AREAS OF ROOF BALLAST, REMOVE
LAYOUT ROle|NG IN THE' FIELD. 1144 : CONDUIT BLOCK. REFER TO SHEET AD-—1-5 FOR ADDITIONAL
INFORMATION.
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